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November 15, 2001

Langley Airforce Base FY-02 and FY-03 1+1 Dormitory                                                 
Amendment 4

Request For Proposal- Statement of Work
Statement of Work, Chapter 1, Paragraph 1-1.1- Replace the previous paragraph with the attached
paragraph.

Statement of Work, Chapter 3, Paragraph 3-5 Replace the previous paragraph with the attached paragraph.

Statement of Work, Chapter 6, Paragraph 6.3.1 – Revise to read "Allowable Framing System: The primary
support structure shall be a moment resisting frame system. Design shall be analyzed for progressive
collapse prevention. For guidance see accompanying Department of Defense Interim Antiterrorism/Force
Protection Construction Standards Progressive Collapse Design Guidance 4 April 2000. Column unbraced
height shall be designed based on twice the story height. Column locations shall be coordinated with the
architectural plans so that the columns are contained within the walls."

Drawings
C-1 UTILITY PLAN- Move the pump Station approximately 55 meters (180ft) North.  Add 8 inch
sprinkler system line.  General Waterline changes.  See attached drawing.

C-2 UTILITY PLAN- Change water line.   See attached drawing.

A-1 OVERALL SITE- Move the pump Station approximately 55 meters (180ft) North.  See attached
drawing.

A-3 FLOOR PLANS- Add windows to the Second Floor Plan (Third Similar) Storage Room to match
the elevations.  (No drawings issued)

Change the window locations on each side of the partition between the Laundry
and Mechanical Rooms to match the elevations (centered between exterior masonry pilasters). (no
drawings issued).

A-4 ELEVATION- Pardon our poor spelling and correct the following words- Waterline, Water
Table, Precast, and Medallion.  (No drawings issued).

Sketches
RFP2.1, SKM-1, SKM-2-FIRE DAMPER- Add fire dampers to the exhaust duct risers for each
bathroom stack, and change the walls around the exhaust duct riser to provide a two hour rated
shaft.  See attached sketches.

PROJECT SITE SIGN-Provide one sign as indicated in the sketch. See attached sketch.

Specifications
FY-01 1+1 Dormitory Specification Section 01700, As-Built Record Drawings and Shop
Drawings, paragraph 1.3-Add the following information to the end of the paragraph:

“RECORD DRAWINGS/DATA

1. GIS Data:  The contractor shall use conventional surveying and other methods, such as a
total station or Global Positioning Systems (GPS) for collection of as-built information at
an accuracy level in accordance with “Geospatial Positioning Accuracy Standards, Part 3:



National Standard for Spatial Data Accuracy,” published by the Federal Geographic Data
Committee (FGDC), dated July 1998.  This document can be found at
http://www.fgdc.gov/standards/status/sub1_3.html.  All Survey data collected shall be
provided to the Government in a digital format with an attached Survey Report
identifying survey method, equipment list, calibration documentation, survey layout,
description of control points, control diagrams, and field survey data.  A Survey Control
Database (consisting of a survey marker database and a survey traverse database) will be
produced for all survey control points established under this contract, and delivered in a
.dbf or ASCII comma-delimited format.  If GPS is used, the contractor shall use survey
grade GPS, at an accuracy level of +/- 2cm., when appropriate, to collect data to be
overlaid onto the installation’s orthophotograph and/or base map.

2. All locational feature data (points, lines, polygons) collected shall be delivered in
Arc/Info format along with the original source files.  The Geospatial files shall have an
external spatial reference file (.prj) attached specifying the parameters of the coordinate
system used (as provided by the government).  All topologically correct geospatial data
shall overlay on the installations latest orthorectified imagery provided by the
government. All accuracy errors shall be reported to the contract project manager.

3. Feature Attributes: The contractor shall identify the classification, type, size, location, ID
number, and any other necessary attributes (specified by the Government) for all
surveyed, mapped, designed, or proposed features.  All symbol libraries, font libraries,
text sizes, text formats, and text placements should be prepared in accordance with the
SDS where practical. The contractor shall not develop new libraries without prior written
approval from the Government.

4. All graphic and non-graphic data will be collected in the format defined by the
CADD/GIS Technology Center’s Spatial Data Standards (SDS) release 2.0 (or the most
current version available), except where modified by the Government.  This document
can be found at http://tsc.wes.army.mil/products/tssds-tsfms/tssds/projects/sds/.

5. The contractor shall provide metadata files for all locational data produced under this
contract.  The metadata file shall conform to the Federal Geographic Data Committee’s
“Content Standard for Digital Geospatial Metadata, Version 2.0” (or latest version) found
at http://www.fgdc.gov/metadata/contstan.html.  The output from metadata generator
software shall be the standard format for all metadata files created under this contract.  In
addition, the metadata data shall be provided in ASCII text format.  The digital metadata
files shall be provided to the Government along with each product deliverable, unless
otherwise approved in writing by the Government.

6. The Government will provide the contractor with data and information concerning all
necessary and pertinent functions and principal features of the identified project.  These
items will include:

•  The installation's latest georeferenced digital planimetric data and/or base map in ESRI
Arc/Info format, or best format available, with associated data files.

•  The installation’s latest orthorectified imagery and specified geospatial parameters
(coordinate system, datum, projection, distance units).

•  Any pertinent and necessary prototype or seed files.
•  A copy of CADD/GIS Technology Center’s Spatial Data Standards (SDS) release 1.95

(or latest version) on CD-ROM.

http://www.fgdc.gov/standards/status/sub1_3.html
http://tsc.wes.army.mil/products/tssds-tsfms/tssds/projects/sds/
http://www.fgdc.gov/metadata/contstan.html


•  A copy of  “Geospatial Positioning Accuracy Standards, Part 3: National Standard for
Spatial Data Accuracy,” published by the Federal Geographic Data Committee (FGDC)
in Adobe Acrobat Reader (.pdf) format.

•  Frequency settings for the Real-Time Kinematic (RTK) GPS Base Station and the
preferred GPS receiver specifications.

•  Any other data or schematics deemed necessary for project completion, pending approval
from the Government.

7. At the time of beneficial occupancy, the CONTRACTOR shall submit as-built data to the
CONTRACTING OFFICER, or his/her designated representative incorporating the
aforementioned information into the project drawings.  The CONTRACTOR shall also
ensure a copy of all as-built data is delivered to the Base GeoBase office.  The as-built
deliverable (plans, shop drawings, surveys, studies, imagery, designs, manuals, spare
parts lists, etc.) shall be in a digital (electronic information) format and shall be delivered
on standard compact disks (minimum 650 megabytes) in a format that is directly
compatible with the CADD/GIS Technology Center’s Spatial Data Standards version 2.0
(or latest version available).  No “red-line” or marked-up drawings will be accepted.”

End



Replace the previous Statement of Work, Chapter 1, Paragraph 1-1.1 with the following-

CHAPTER 1

DESIGN OBJECTIVES

1-1.1 SCOPE OF WORK.  Design and construction shall comply with the
specifications and requirements contained in this Request for Proposals (RFP).  The
design and technical criteria contained and cited in this RFP establish minimum
standards for design and construction quality.   The objective of this solicitation is to
obtain a campus complex of buildings complete and adequate for assignment as Air
Force Dormitories.  This contract shall consist of the design and construction of
dormitories, including common support spaces, for 96 persons (with an optional facility
for an additional 96 persons), site work, and associated facilities on Government-owned
land at Langley Air Force Base, Virginia.

Record documents for the FY-01 1+1 Dormitory is included in this RFP. These
documents shall be the standard for developing the design of the FY-02 and FY-03 1+1
Dormitory. The requirements of the FY-01 1+1 Dormitory specifications apply to this
project also. Sleeping modules, finishes, equipment, architecture, and engineering shall
match except as modified by other portions of this RFP. Concept drawings for the FY-02
and FY-03 1+1 Dormitory buildings are included in this RFP and shall be used to
determine the shape and location of the new facility. Civil and electrical drawings and
geo-technical reports include information on existing conditions that must be considered
by the Contractor in designing the new facilities. The Sewer Pump Station shall be
designed and built under this contract as identified by the FY-02 and FY-03 1+1
Dormitory Documents and based on the pump station working drawings. See FY-02 and
FY-03 1+1 Dormitory Documents for revised location of the pump station.  The Langley
Air Force Base Dormitory Campus Development Plan is included showing information on
future projects and shall be considered in developing the current project. The adjacent
parking lots, pavement, curb and gutter will be built under separate contract. Any
damage caused to existing facilities while performing this work must be corrected by the
Contractor. Coordination with ongoing projects in the vicinity is required. Site access
coordination with the current construction of the FY-00 and Fy-01 Dormitory shall be
required for the first 6 months of this contract while that project is being finished.

Replace the previous Statement of Work, Chapter 3, Paragraph 3-5 with the following-

CHAPTER 3

                                             SITE PLANNING AND DESIGN

3-5 SITE PLAN.  Site plan for the RFP submittal has been developed from
existing record drawings, Installation Master Plan documents, other on-file surveys and
information regarding to Langley Air Force Base. The successful offeror shall
supplement the developed site schematics with additional topographic surveys as
necessary, which will accurately locate existing utility infrastructure and other site



features and will depict the proposed new features (building, utilities, grading, drainage,
equipment, etc.)The Langley AFB vertical and horizontal survey datum shall be NAVD
88.  FY-01, FY-02 and FY-03 1+1 Dormitory documents issued in this RFP use the
NASA User datum.  Upon award to the successful contractor a revised survey for the
construction area will be provided by the Government showing the NAVD 88 Survey
datum.  This drawing shall be used by the contractor for completing the design.

End




























	Amendment 4.pdf
	Langley Airforce Base FY-02 and FY-03 1+1 Dormitory
	Request For Proposal- Statement of Work
	Drawings
	Sketches
	Specifications



	Amendment summary.pdf
	Langley Airforce Base FY-02 and FY-03 1+1 Dormitory
	Request For Proposal- Statement of Work
	Drawings
	Sketches
	Specifications




	Amendment summary.pdf
	Langley Airforce Base FY-02 and FY-03 1+1 Dormitory
	Request For Proposal- Statement of Work
	Drawings
	Sketches
	Specifications






